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FLUSH WOOD PANELING 06 42 16 - 1

SECTION 06 42 16 - FLUSH WOOD PANELING

PART 1 - GENERAL

1.1 SYSTEM REQUIREMENTS

A. Design Requirements:  Wood paneling is permitted as an interior wall finish if approved by the 
University - CBO through the University Project Manager.

PART 2 - PRODUCTS

2.1 FLUSH WOOD PANELING FOR TRANSPARENT FINISH

A. Grade:  Premium.

B. Species:  White birch or as approved by the University Project Manager.

C. Cut:  Quarter cut/quarter sawn or as approved by the University Project Manager.

D. Panel Matching:  As proposed by Designer and approved by the University Project Manager.

E. Fire-Retardant-Treated Paneling:  Flame-spread index of 25 or less.

2.2 SHOP FINISHING

A. Grade:  Premium for transparent finish.
1. Finish:  System - 11, catalyzed polyurethane.

B. Extent:  All paneling shop finished.

PART 3 - EXECUTION (Not Applicable)
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