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TRAFFIC COATINGS 07 18 00 - 1

SECTION 07 18 00 - TRAFFIC COATINGS

PART 1 - GENERAL

1.1 SYSTEM REQUIREMENTS

A. Design Requirements: 
1. Provide traffic coating on all mechanical room floors.

PART 2 - PRODUCTS

2.1 MATERIALS

A. Traffic Coating:  For equipment-room-floor application.
1. Manufacturer:  Subject to compliance with requirements, provide products from one of the 

following:
a. Carlisle Coatings & Waterproofing, Inc.
b. Neogard; Division of Jones-Blair.
c. Tremco Incorporated; an RPM company.

2. Primer:  Waterborne.
3. Preparatory and Base Coats:  Aromatic urethane.
4. Topcoat:  Aliphatic polyurethane.

a. Aggregate:  As recommended by manufacturer.

PART 3 - EXECUTION (Not Applicable)
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